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EN1C-0130 1298R1-MA

ML6421A,B/ML7421A,B
Type A3N/A4N/B3N/B4N

Electric Linear Valve Actuators

Assembly
D    Einbau
F    Montage
I     Montaggio
NL  Montage
DK  Montere
N  Montering
FIN  Asentaminen
S  Montera
E  Montaje

D

F
I

NL
DK

N
FIN

S
E

Montageanweisung

Instructions d´ Installation
Instruzioni per I´ Installazione

Installatievoorschrift
Installasjonsinstrukts

Installationsinstruktioner

Asennusohje
Installations Instruktioner
Instrucciones de montage

Elektrischer Ventilantrieb
Servomoteur de Vanne

Lineaire elektrische klepmotor

Sähköinen lineaarinen ventilin toimilaite  

Actuador eletrico lineal`
Linjärt ventilställdon

Attuatore elettrico lineare 

Elektrisk ventilmotor
Elektrisk   liniaer ventilmotor

INSTALLATION INSTRUCTIONS

b

a

c

ba

4...5mm

24Vac
230Vac

a b

A 1

4

2

5

80 100

a

b

a b

6mm

a

b

4...5mm

24Vac
230Vac

8 9

F

C,D,E

3mm



ML6421A,B/ML7421A,B  ELECTRIC LINEAR VALVE ACTUATORS

��	
��


Honeywell Regelsysteme GmbH
Honeywellstr. 2-6
D-63477 Maintal
Tel. (0 61 81) 401-1
Fax (0 61 81) 401-400

Subject to change without notice. Printed in Germany

EN1C-0130 1298R1-MA

DIN
 EN ISO 9001

Manufacturing location is certified according to

Disassembly
D    Ausbau
F    Demontage
I     Smontaggio
NL Demontage
DK  Afmontere
N  Demontere
FIN Purkaminen
S  Nedmontera
E  Desmontaje

F ML7421A/B (B3N/B4N)

2...10V
4...10mA

W2

0...10V
0...10mA

D

E

ML6421A,B

S1 S2
1 2 4 53 6

a

b

B 1 2

100

0

C

230V

ML6421A,B

A3 A2 A1A6A5

( A3N,A4N)

S1 S2
1 2 4 53 6

10 11 12

T Y G

250V /10A

S1 S2
6 4 9 75 8

CENTRA 

24V

ML7421A,B
(B3N,B4N)

250V /10A

S1 S2
6 4 9 75 8 CENTRA 

MM

Ph

230V
N1245

123AB

N

230V

CENTRA 

24V

Auxiliary Potentiometer Auxiliary Switches

Auxiliary Potentiometer Auxiliary Switches

230V

MM

Auxiliary Switches

24V

24V

M

Y - Signal override

250V /10A

S1 S2T Y G

100

0 100

0

Y Y

Factory setting
FabrikeinstellungD

F
Messo a punto dalla fabrica
Reglages en sortie d`usine

Fabrieks instelling
I

NL

Fabrikk justertN
FIN

Fabriks inställd

Tehdasasettelu

Ajustes de fabrica
S
E

Fabriks indstillingDK

10V
10mA

W3

10V
10mA

W1 (W4          )

mA

W4

V

CENTRA 
2

D

1

C 1

24V

2

24V

3

Y

P
os

iti
on

0/2...10V
0/4...20mA

V

1 2 4 53 6
1245 24V


